Testing and Reporting Requirements for Linear Replacement Lamps

under Technical Requirements V5.1

[Effective July 1, 2020]

The DLC defines all tube-style LED products that use the lamp holders (i.e. sockets or tombstones) in the luminaire to mechanically or electrically connect to the fixture housing and electric supply to fall under these testing requirements. Products that do not employ lamp holders will be classified as Retrofit Kits, regardless of form factor. Please see the Product Eligibility page and Technical Requirements for more details on product classification.

The DLC accepts QPL applications for two-foot, three-foot, four-foot, eight-foot, and U-Bend Linear Replacement Lamps. The testing and reporting requirements described below are intended to evaluate the performance of the lamp itself.

General Applications

Two-foot, three-foot, eight-foot and U-bend replacement lamp general applications are restricted to LED lamps intended to replace fluorescent T8 lamps. Four-foot replacement lamp general applications are restricted to LED lamps intended to replace fluorescent T8, T5, and T5HO lamps at this time. Product specification sheets must clearly indicate for which specific linear replacement lamp type (i.e. T8, T5, or T5HO) the product is intended, and list the base type and the nominal length in inches.

- **T8 Two-Foot Linear Replacement Lamps**
  LED lamps intended to replace T8 fluorescent lamps. These LED lamps shall be 24 inches long and employ a G13 base. Marketing material shall indicate that they are intended to replace T8 fluorescent lamps of the same length. Products of different lengths and bases are not eligible under this general application. Products intended to operate on magnetic ballasts are not eligible.

- **T8 Three-Foot Linear Replacement Lamps**
  LED lamps intended to replace T8 fluorescent lamps. These LED lamps shall be 36 inches long and employ a G13 base. Marketing material shall indicate that they are intended to replace T8 fluorescent lamps of the same length. Products of different lengths and bases are not eligible
under this general application. Products intended to operate on magnetic ballasts are not eligible.

- **T8 Four-Foot Linear Replacement Lamps**
  LED lamps intended to replace T8 fluorescent lamps. These LED lamps shall be 48 inches long and employ a G13 base. Marketing material shall indicate that they are intended to replace T8 fluorescent lamps of the same length. Products of different lengths and bases are not eligible under this general application. Products intended to operate on magnetic ballasts are not eligible.

- **T5 Four-Foot Linear Replacement Lamps**
  LED lamps intended to replace T5 fluorescent lamps (note, not T5 High Output or T5HO). These LED lamps shall be 46 inches long and employ a G5 base. Marketing material shall indicate that they are intended to replace T5 fluorescent lamps of the same length. Products of different lengths, bases, or marketed as intended to replace other types of fluorescent lamps are not eligible under this general application.

- **T5HO Four-Foot Linear Replacement Lamps**
  LED lamps intended to replace T5HO fluorescent lamps. These LED lamps shall be 46 inches long and employ a G5 base. Marketing material shall indicate that they are intended to replace T5HO fluorescent lamps of the same length. Products of different lengths, bases, or marketed as intended to replace other types of fluorescent lamps are not be eligible under this general application.

- **T8 Eight-Foot Linear Replacement Lamps**
  LED lamps intended to replace T8 fluorescent lamps. These LED lamps shall be 96 inches long and employ a FA8 base. Marketing material shall indicate that they are intended to replace T8 fluorescent lamps of the same length. Products of different lengths and bases are not eligible under this general application. Products intended to operate on magnetic ballasts are not eligible.

- **U-Bend Replacement Lamps**
  LED lamps intended to replace T8 fluorescent lamps. These LED lamps shall employ a G13 base. Marketing material shall indicate that they are intended to replace T8 fluorescent lamps of the same shape. Products of different bases are not eligible.

**Primary Use Designations**

Under the Technical Requirements Table, replacement lamps will fall under one of the following four Primary Use Designations:
1. Replacement Lamps (UL Type A):
   Two-foot, three-foot, four-foot, eight-foot, and U-bend LED "tubes" designed to replace two-foot, three-foot, four-foot, eight-foot, and U-bend fluorescent lamps, respectively.
   - Products in this primary use designation employ lamp holders to connect to the fixture being retrofitted and are designed to be "plug and play" replacements for fluorescent lamps. That is, products in this category operate utilizing an existing fluorescent ballast, and do not require mechanical or electrical changes to the fixture. Note that due to testing considerations, at this time only products that operate utilizing specific ballasts types are eligible. Please see Fixture Level Test Requirements below.
   - Replacement lamps designed to operate utilizing magnetic ballasts or other types of electronic ballasts not specified are not eligible at this time.

2. Internal Driver/Line Voltage Lamp-Style Retrofit Kits (UL Type B):
   Two-foot, three-foot, four-foot, eight-foot, and U-bend LED "tubes" designed to replace two-foot, three-foot, four-foot, eight-foot, and U-bend fluorescent lamps, respectively.
   - Products in this category employ lamp holders to connect to the fixture being retrofitted, but do not operate utilizing the existing fluorescent ballast. These products require rewiring of the existing fixture to bypass the ballast and send line voltage directly to the lamp holders.

3. External Driver Lamp-Style Retrofit Kits (UL Type C):
   Two-foot, three-foot, four-foot, eight-foot, and U-bend LED "tubes" designed to replace two-foot, three-foot, four-foot, eight-foot, and U-bend fluorescent lamps, respectively.
   - Products in this category employ lamp holders to connect to the fixture being retrofitted, do not operate utilizing the existing fluorescent ballast, and require rewiring of the existing fixture to replace the ballast with a driver internal to the fixture but external to the lamp. The lamp holders are then wired to receive only the low-voltage electricity that is supplied by that driver.

4. Dual Mode Internal Driver (UL Type A and Type B):
   Two-foot, three-foot, four-foot, eight-foot, and U-bend LED "tubes" designed to replace two-foot, three-foot, four-foot, eight-foot, and U-bend fluorescent lamps, respectively.
   - Products in this category operate utilizing the existing fluorescent ballast and also have the ability to operate utilizing line voltage if the fixture is rewired to bypass the ballast. These products connect to the fixture using standard pin-base connections to the lamp holders. Note that due to testing considerations, at this time only products that operate utilizing specific ballasts types are eligible. Please see testing requirements below.
   - Replacement lamps designed to operate utilizing magnetic ballasts, or other types of electronic ballasts not specified, are not eligible at this time.
Supporting Documentation

Applicants must provide the following supporting documentation in addition to the test data described below.

- **Installation Instructions**
  - Installation instruction sheets must be submitted with the application to indicate how the replacement lamp will be installed in an existing fixture in the field. This must be provided in addition to all necessary documentation required for other product categories. Lamps that require specialized components for installation to perform to the above criteria are not eligible for qualification. Lamps that employ rotatable end-caps are eligible, but must clearly indicate this feature in the product spec sheet.

- **Safety Certification Documentation**
  - All products are required to submit a compliance certificate from an approved safety certification organization relevant in the United States or Canada. This compliance document shall bear the manufacturers name and will be proof that the products listed have been investigated by the safety organization and found to be in compliance with the standards listed on the certificate. The name of this document varies by safety organization, however, is commonly referred to as a Certificate of Compliance or Authorization to Mark.
  - During the application process, manufacturers will be required to digitally sign an agreement confirming that the safety documentation they are providing with the application covers ALL models they wish to be listed on the QPL and that the products being sold will bear the proper markings from the safety organization.
  - Note: If, after qualification, the safety documentation gets updated so that any model number(s) listed on the QPL are no longer covered by the original safety certificate, it is the responsibility of the manufacturer to submit the revised documentation so that the DLC records can be updated accordingly. Failure to do so may result in the product and any associated family members or private labels of the product being delisted.

**Special Considerations for Linear Replacement Type-C Lamp Systems with Non-Identical Lamps**

Multi-lamp Type-C lamp systems are, in general, expected to have multiple lamps of the exact same type. For multi-lamp Type-C systems where the lamps within the system are not identical, the following restrictions and testing rules apply:

- Lamps within the Type-C system may only differ for purposes of allowing enhanced communications or control features. Lamps with explicitly different performance, such as nominally different color temperatures or light outputs, are not eligible to be listed in a Type-C system.
• Lamp-level testing must show consistency between the two lamps in terms of light output, efficacy, and wattage within ±10%. Products must also be of the same nominal CCT and CRI.

• Multi-lamp Type-C systems where the lamps within the system are not identical may only be submitted under Family Grouping applications. These products will not be eligible as “Single Product” applications.

• Each of the distinct lamps in the system must have their own lamp-level testing.
  
  o The appropriate number of multiple lamps of the same type should be loaded onto the driver, and lamp-level lamp testing conducted according to the “Testing Notes” section below.

• All testing will be evaluated and must demonstrate that the products pass the requirements.

• QPL listings in the “Model Number” field must be of one of the following forms:
  
  o If each lamp and the associated driver in the system has a distinct product identifier (model number or other unique identifier), the distinct product identifiers will be noted in the model number field with the lamp quantity (“N”) for each lamp model in the system as: (Lamp A, Lamp B,… Lamp N)(Driver)

    ▪ In a system with more than two lamps, model numbers will be represented as follows:
      • Lamp A (one), Lamp B (“N”), (Driver)
      • For example, a 4-lamp system will be represented as “Lamp A (one), Lamp B (three), (Driver)”

  o Alternatively, if the system is sold as one unified system under a single distinct product identifier, that identifier will be listed in the Model Number field: (System Ordering Code)

  o Test data and reported data on the QPL listing will reflect the worst-case efficacy lamp. A note placed in the Notes field will clarify that the data represents lamp-level data for the worst-case lamp in the system.
Lamp-Level Tests

All lamps seeking qualification by the DLC must test the bare lamp according to LM-79.

Table 1: Performance Criteria for Linear Replacement Lamps

<table>
<thead>
<tr>
<th>System Efficacy</th>
<th>Two-foot lamps, T8 replacements</th>
<th>Three-foot lamps, T8 replacements</th>
<th>Four-foot lamps, T8 replacements</th>
<th>Four-foot lamps, T5 replacements</th>
<th>Four-foot lamps, T5HO replacements</th>
<th>Eight-foot lamps, T8 replacements</th>
<th>U-bend lamps, T8 replacements</th>
</tr>
</thead>
<tbody>
<tr>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
<td>≥ 120 lm/W</td>
</tr>
<tr>
<td>Initial Light Output</td>
<td>≥ 800 lm</td>
<td>≥ 1,200 lm</td>
<td>≥ 1,600 lm</td>
<td>≥ 1,600 lm</td>
<td>≥ 3,200 lm</td>
<td>≥ 3,200 lm</td>
<td>≥ 1,400 lm</td>
</tr>
<tr>
<td>Beam Angle</td>
<td>≥ 140°</td>
<td>≥ 140°</td>
<td>≥ 140°</td>
<td>≥ 140°</td>
<td>≥ 140°</td>
<td>≥ 140°</td>
<td>≥ 140°</td>
</tr>
</tbody>
</table>

Note that spectral quality, electrical performance, and any other parameter not described here must be in accordance with general requirements of V5.1

Testing Notes

For T8 replacement lamps designed to operate utilizing existing fluorescent ballasts, testing must be conducted using a standard 0.88 ballast factor, electronic instant-start ballast. For T5 and T5HO replacement lamps designed to operate utilizing existing fluorescent ballasts, testing must be conducted using a normal 1.0 ballast factor, electronic programmed-start ballast. Specification sheets for the ballasts used during testing must be provided with the application and the ballast make and model number must be noted in the test report. Ballasts used in testing must be certified to the applicable safety standards and must comply with applicable ANSI standards.

For Type-B and Type-C products (i.e. lamp-style retrofit kits, which connect mechanically and/or electrically to the fixture via standard lamp holders, but which require an electrical modification to the existing fixture), “lamp”-level testing is also required. If the system is designed to operate multiple lamps utilizing an external driver, the driver should be loaded as it would be in the field, with appropriate steps taken to calculate the efficacy of the single lamp. For example, for a two-lamp kit, one lamp should be measured for light output, while the system as intended (with two identical lamps on the driver) should be measured for electrical input. The wattage into the driver can then be divided by two, and that wattage divided into the lamp lumens to determine system efficacy. For questions, please contact applications@designlights.org.

Photometric Distribution Testing

In addition to LM-79/color reports for worst-case light output, worst-case efficacy, and appropriate color properties per rules applicable to all products, submitters are required to provide a full LM-79/distribution (goniophotometer) test for each optical variation (including lens variations) of a lamp.
product without consideration of lumen package and the effect of color properties, tested at the maximum (non-dimmed) light output and the .ies file based on the LM-79 test data, for the purposes of evaluating the beam angle. Full LM-79/distribution reports must conform to the V5.1 Additional Reporting Requirements for LM-79, LM-80, and TM-21 Reports. For the DLC’s purposes, the definition of beam angle for linear replacement lamps is as follows:

- **Beam Angle** – the angle between the two opposite directions in which the average intensity is 50% of the center beam intensity as measured in the azimuthal plane perpendicular to and at the center of the linear replacement lamp axis.

![Figure 1: Linear Replacement Lamp Beam Angle Definition](image)

Additionally, all linear replacement lamp products (including child products) will be required to report their beam angle in the scaled/reported values on the application form.

**In-Situ Temperature Measurement Testing (ISTMT)**

All categories above are required to conduct *in-situ temperature measurement testing* (ISTMT) in the most restrictive thermal environment the product is rated for, per its safety certifications (e.g. UL/CSA 1993). That is, ISTMTs for DLC submission are required to be in the same thermal environment and use the same apparatus as is used by the safety organizations for evaluation thermal performance in safety testing. ISTMTs will be reviewed to ensure the safety standard is referenced, and the apparatus used is specifically noted/described in the test report. TM-21 projections will use this thermal measurement in conjunction with the provided LM-80 data to evaluate lumen maintenance and compliance with $L_{70}$ requirements.